
Granville Medical Center - 3 Phases
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1. THE CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING AND POSTING ALL
REQUIRED LOCAL AND STATE CONSTRUCTION PERMITS.

2. VERIFY ALL EXISTING FIELD CONDITIONS ARE CONSISTENT WITH THE DOCUMENTS
BEFORE PROCEEDING. REPORT INCONSISTENCIES TO THE ARCHITECT.

3. ACCESS TO AREAS OUTSIDE THE PROJECT AREA LINE SHALL BE COORDINATED
IN ADVANCE WITH THE OWNER.

4. ALL UTILITY SHUT DOWNS OR SUSPENSION OF MECHANICAL OR ELECTRICAL
SERVICES SHALL BE SCHEDULED IN ADVANCE WITH THE OWNER.

5. UNLESS OTHERWISE NOTED ON DOCUMENTS, ALL PAINTING SHALL BE FROM A
CORNER TO A CORNER AND CEILING TO FLOOR REGARDLESS OF AREA
ACTUALLY DISTURBED.

6. MECHANICAL AND ELECTRICAL DEVICES, FIXTURES, PANELS AND EQUIPMENT
INSTALLED IN FINISHED SPACES SHALL BE INSTALLED SO ONLY THE DEVICE,
FIXTURE OR EQUIPMENT IS EXPOSED. NO PIPE, DUCT, CONDUIT, WIRE OR OTHER
SUCH ELEMENT SHALL BE EXPOSED.

7. PRIOR TO SCHEDULED FINISHING OF EXISTING WALLS, REPAIR MINOR DENTS,
IMPERFECTIONS AND SCRAPES.

8. NEW CEILINGS SHALL BE SUSPENDED FROM STRUCTURAL ELEMENTS AND BE
INSTALLED PER DIVISION 09 SECTION “DRYWALL SYSTEMS.”

9. NEW WALLS SHALL BE ERECTED AS INDICATED AND PER DIVISION 09 SECTION
“DRYWALL SYSTEMS.”

10. NEW UL RATED WALLS SHALL BE ERECTED BY HOURLY RATING PRIORITY IN
DESCENDING ORDER AND SHALL BE ERECTED PRIOR TO NON-RATED WALLS. UL
RATED WALLS INTERSECTING EXTERIOR WALLS SHALL BE EXTENDED THROUGH
TO THE EXTERIOR SHEATHING. REMOVE EXTERIOR WALL AS REQUIRED TO
PROPERLY INSTALL AND REPAIR IN KIND.
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GRANVILLE HEALTH SYSTEM

A2.1

1614 HIGHWAY 56
CREEDMOOR, NC 27522

FLOOR PLAN - PHASE I

2016

SCALE:  1/4" = 1'-0"A1 LEVEL 1 FLOOR PLAN - PHASE I

KEYNOTES

103 ROLLER SHADE INSTALLED IN WINDOW FRAME; REFER TO SPECS.
105 EXISTING PLUMBING FIXTURES TO BE REUSED; SHIFT TO MEET ADA

REQUIREMENTS. ALSO ADJUST ALL BATHROOM ACCESSORIES PER
CODE.

112 EXISTING 'DRIVE THRU' WINDOW TO BE REPLACED WITH NEW PELLA
WINDOW TO MATCH ALL EXISTING BUILDING WINDOWS; GC SUPPLIED
AND INSTALLED.

117 GROMMET LOCATIONS TO BE VERIFIED BY OWNER IN FIELD.
119 FLOOR TRANSITION STRIP LOCATION; TO BE APPLIED TO ACCOUNT

FOR SUB FLOORING DISCREPANCIES.

A6.1.2 A6

A6.1.2

A4

HOLD
5'-0"

IN

OUT

HOLD
5'-0"

H
O

LD

5'
-0

"

HOLD
5'-0"

9'-9 1/2" 8'
-6

"

11
'-7

 1
/2

"

5'-0"

2'-4"

ALIGN

A
LI

G
N

SPECIMEN TOILET
125

TESTING
124

WAITING ROOM TOILET
123

WAITING AREA

WAITING ROOM TOILET
122

CORRIDOR
127

EXAM
102

PRACTICE MANAGER
OFFICE

101

PROCEDURE/ EXAM
106

EXAM
103

TESTING
113

SPECIMEN TOILET
114

STAFF TOILET
115

WORKSTATION
117

NURSE STATION
104

RECEPTION AREA
118

SOILED
107

HEARING BOOTH
108

EXAM
109

EXAM
110

EXAM
111

WASH AREA
116

CORRIDOR

CORRIDOR
119

STANDUP
WORKSTATION

120

EXAM
105

UTILITY
145

OFFICE
137

EXAM
136

EXAM
152

EXAM
151

EXAM
150

CLEAN
149

EXAM
148

EXAM
142

JANITOR'S
141

EXAM
140

EXAM
139

EXAM
138

PROCEDURE ROOM
143

CONSULT
126

ATTIC ACCESS

OFFICE
153

STAFF BREAK AREA
134

EXAM
154

RADIOLOGY
128

RADIOLOGY
WORKROOM

161

PROCEDURE ROOM
130

SPECIMEN TOILET
163

STAFF TOILET
131

TESTING
164

OFFICE
162

STORAGE
135

IT
144

VESTIBULE

ELECTRICAL PANELS

DRINKING FOUNTAINS

FULL SIZE
FRIDGE

FULL SIZE
FRIDGE

HEARING BOOTH

GRANVILLE SIGN

M
IN

I
FR

ID
G

E

EKG

PRINTER

BIZ HUB

WATER
HEATER

MOP SINK

H
O

LD

1'
-6

"

A5

A6.1.1 A5

Si
m

12
5A

12
4A

6'
-2

"
5'

-0
 1

/2
"

12
6A

G2A0 G2AG2AG2A

G2A0 G2AG2AG2A

G2A0 G2AG2AG2A

G2A0 G2AG2AG2A

G2A0 G2AG2AG2A
6"

SCALE

103110110

107

A3

A1

A2

123A
HOLD
1'-6"

G2A0 G2AG2AG2A

G2A0 G2AG2AG2A

G2A0 G2AG2AG2A
6" A

LI
G

N

117

2'-1"

1'-0"

1. THE CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING AND POSTING ALL
REQUIRED LOCAL AND STATE CONSTRUCTION PERMITS.

2. VERIFY ALL EXISTING FIELD CONDITIONS ARE CONSISTENT WITH THE DOCUMENTS
BEFORE PROCEEDING. REPORT INCONSISTENCIES TO THE ARCHITECT.

3. ACCESS TO AREAS OUTSIDE THE PROJECT AREA LINE SHALL BE COORDINATED
IN ADVANCE WITH THE OWNER.

4. ALL UTILITY SHUT DOWNS OR SUSPENSION OF MECHANICAL OR ELECTRICAL
SERVICES SHALL BE SCHEDULED IN ADVANCE WITH THE OWNER.

5. UNLESS OTHERWISE NOTED ON DOCUMENTS, ALL PAINTING SHALL BE FROM A
CORNER TO A CORNER AND CEILING TO FLOOR REGARDLESS OF AREA
ACTUALLY DISTURBED.

6. MECHANICAL AND ELECTRICAL DEVICES, FIXTURES, PANELS AND EQUIPMENT
INSTALLED IN FINISHED SPACES SHALL BE INSTALLED SO ONLY THE DEVICE,
FIXTURE OR EQUIPMENT IS EXPOSED. NO PIPE, DUCT, CONDUIT, WIRE OR OTHER
SUCH ELEMENT SHALL BE EXPOSED.

7. PRIOR TO SCHEDULED FINISHING OF EXISTING WALLS, REPAIR MINOR DENTS,
IMPERFECTIONS AND SCRAPES.

8. NEW CEILINGS SHALL BE SUSPENDED FROM STRUCTURAL ELEMENTS AND BE
INSTALLED PER DIVISION 09 SECTION “DRYWALL SYSTEMS.”

9. NEW WALLS SHALL BE ERECTED AS INDICATED AND PER DIVISION 09 SECTION
“DRYWALL SYSTEMS.”

10. NEW UL RATED WALLS SHALL BE ERECTED BY HOURLY RATING PRIORITY IN
DESCENDING ORDER AND SHALL BE ERECTED PRIOR TO NON-RATED WALLS. UL
RATED WALLS INTERSECTING EXTERIOR WALLS SHALL BE EXTENDED THROUGH
TO THE EXTERIOR SHEATHING. REMOVE EXTERIOR WALL AS REQUIRED TO
PROPERLY INSTALL AND REPAIR IN KIND.
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GRANVILLE HEALTH SYSTEM

A2.2

1614 HIGHWAY 56
CREEDMOOR, NC 27522

FLOOR PLAN - PHASE II

2016

SCALE:  1/4" = 1'-0"A1 LEVEL 1 FLOOR PLAN - PHASE II

KEYNOTES

103 ROLLER SHADE INSTALLED IN WINDOW FRAME; REFER TO SPECS.
107 DRINKING FOUNTAINS TO BE RELOCATED, GC TO INSTALL REQUIRED

BLOCKING, ELECTRICAL CIRCUITS AS NEEDED.
110 EXISTING SINK AND TOILET TO BE RELOCATED; INSTALL TO MEET ALL

ADA REQUIREMENTS.
117 GROMMET LOCATIONS TO BE VERIFIED BY OWNER IN FIELD.
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1. THE CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING AND POSTING ALL
REQUIRED LOCAL AND STATE CONSTRUCTION PERMITS.

2. VERIFY ALL EXISTING FIELD CONDITIONS ARE CONSISTENT WITH THE DOCUMENTS
BEFORE PROCEEDING. REPORT INCONSISTENCIES TO THE ARCHITECT.

3. ACCESS TO AREAS OUTSIDE THE PROJECT AREA LINE SHALL BE COORDINATED
IN ADVANCE WITH THE OWNER.

4. ALL UTILITY SHUT DOWNS OR SUSPENSION OF MECHANICAL OR ELECTRICAL
SERVICES SHALL BE SCHEDULED IN ADVANCE WITH THE OWNER.

5. UNLESS OTHERWISE NOTED ON DOCUMENTS, ALL PAINTING SHALL BE FROM A
CORNER TO A CORNER AND CEILING TO FLOOR REGARDLESS OF AREA
ACTUALLY DISTURBED.

6. MECHANICAL AND ELECTRICAL DEVICES, FIXTURES, PANELS AND EQUIPMENT
INSTALLED IN FINISHED SPACES SHALL BE INSTALLED SO ONLY THE DEVICE,
FIXTURE OR EQUIPMENT IS EXPOSED. NO PIPE, DUCT, CONDUIT, WIRE OR OTHER
SUCH ELEMENT SHALL BE EXPOSED.

7. PRIOR TO SCHEDULED FINISHING OF EXISTING WALLS, REPAIR MINOR DENTS,
IMPERFECTIONS AND SCRAPES.

8. NEW CEILINGS SHALL BE SUSPENDED FROM STRUCTURAL ELEMENTS AND BE
INSTALLED PER DIVISION 09 SECTION “DRYWALL SYSTEMS.”

9. NEW WALLS SHALL BE ERECTED AS INDICATED AND PER DIVISION 09 SECTION
“DRYWALL SYSTEMS.”

10. NEW UL RATED WALLS SHALL BE ERECTED BY HOURLY RATING PRIORITY IN
DESCENDING ORDER AND SHALL BE ERECTED PRIOR TO NON-RATED WALLS. UL
RATED WALLS INTERSECTING EXTERIOR WALLS SHALL BE EXTENDED THROUGH
TO THE EXTERIOR SHEATHING. REMOVE EXTERIOR WALL AS REQUIRED TO
PROPERLY INSTALL AND REPAIR IN KIND.
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GRANVILLE HEALTH SYSTEM

A2.3

1614 HIGHWAY 56
CREEDMOOR, NC 27522

FLOOR PLAN - PHASE III

2016

SCALE:  1/4" = 1'-0"A1 LEVEL 1 FLOOR PLAN - PHASE III

KEYNOTES

105 EXISTING PLUMBING FIXTURES TO BE REUSED; SHIFT TO MEET ADA
REQUIREMENTS. ALSO ADJUST ALL BATHROOM ACCESSORIES PER
CODE.

106 EXISTING PLUMBING TO BE REUSED; PLUMBING LOCATION TO REMAIN
THE SAME; NEW MILLOWRK ADDED.

113 COORDINATE WITH OWNER IN VERIFYING IF NEW SERVER CAN FIT
INTO IT ROOM.

114 ROOM/CORRIDOR SCOPE TO INCLUDE ONLY TO REMOVING EXISTING
BASE; NEW FLOORING INSTALLED OVER EXISTING FLOORING, AND
NEW BASE INSTALLED THROUGHOUT ROOM. ALL EQUIPMENT WILL
NEED TO BE MOVED FROM ROOM, BASE REMOVED, FLOORS CLEANED,
NEW FLOORING & BASE INSTALLED, EXISTING EQUIPMENT PUT BACK
INTO PLACE. ANY DAMAGED WALLS FROM REMOVAL OR INSTALLATION
OF FINISHES TO BE PATCHED AND REPAIRED. COORDINTATE TIMING
WITH OWNER; WORK TO BE COMPLETED BETWEEN PHASES II AND III;
SEE SPECS.

117 GROMMET LOCATIONS TO BE VERIFIED BY OWNER IN FIELD.


