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LIGHTING SCHEDULE

SYM… ID

A

A

B

D

D.1.

E

E.1

E.2

F

G

H

I

I

J

MANUFACTURER

SCHOOL HOUSE LIGHTING

SCHOOL HOUSE LIGHTING

---

N/A

N/A

JUNO LIGHTING

JUNO LIGHTING

JUNO LIGHTING

T.B.D.

JUNO LIGHTING

T.B.D.

JUNO LIGHTING

JUNO LIGHTING

JUNO LIGHTING

DESCRIPTION

LEWIS METAL SOCKETPD-35-METAL

LEWIS METAL SOCKETPD-35-METAL

---

2X2 FLOURESCENT

2X2 FLOURESCENT

T8-BL W/ T34BL AND TM108

LOW VOLTAGE TRACK

T8-BL W/ T34BL AND TM107

WALL SCONCE

CERAMIC METAL HALIDE SERIES

CHANDELIER

12" TRIPLE TUB VERTICAL 1 -LAMP

12" TRIPLE TUB VERTICAL 1 -LAMP

8" TRIPLETUBE VERTICAL LAMP

SERIAL NUMBER

BULB ED1-30W

BULB ED1-30W

---

TK242 217W - T8-B11120

SY 244 432 B11 120

CMH 39W  PAR 30L

T46BL  12V / 20-50W R16

CMH 39W PAR20  TM108 BLACK

T.B.D.

MONOPOINT TM109 BLACK  70W PAR

T.B.D.

724-P-32W-E-BA-BP1-1

724-P-32W-E-BA-BP1-1

FD18-42-E-SACSF-120

LAMP

QNTY

5

60

11

1

2

4

2

6

10

12

1

1

3

2

WATT…

30.000

30.000

---

32.000

32.000

39.000

50.000

39.000

70.000

70.000

0.000

32.000

32.000

32.000

MOUNTING

PENDANT FIXT. SURFACE MOUNT.

PENDANT FIXTURE

---

RECESSED

SUSPENDEND

SURFACE MOUNTED TRACK / TRACK HEAD ON WAND

SURFACE MOUNTED TRACK

SURFACE MOUNTED TRACK/ TRACK HEAD ON WAND

SURFACE MOUNTED

SURFACE  MOUNTED MONOPOINT ON WAND

SURFACE MOUNTED

PENDANT FIXT. SURFACE MOUNTE

PENDANT FIXTURE

RECESSED
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SCALE: 1/4"   =    1'-0"1
LIGHTING PLAN

LIGHTING PLAN

D2.3

WALL SYMBOL LEGEND:

EXISTING CONSTRUCTION

NEW CONSTRUCTION TO DECK

NEW CONSTRUCTION @ 10'-0" A.F.F.

1-HR. RATED PARTITION

KEY NOTES/SCOPE OF WORK:

GENERAL NOTES:

FLOOR PLAN WAS DEVELOPED  USING SHELL DRAWINGS PROVIDED BY  CUHACI AND
PETERSON  ARCHITECTS, ENGINEERS AND PLANNERS.

CONTRACTORS SHALL NOT SCALE THESE DRAWINGS FOR CONSTRUCTION PURPOSES.
IN THE EVENT OF OMISSION OF NECESSARY DIMENSIONS OR INFORMATION,
CONTRACTOR SHALL NOTIFY ARCHITECT.  FIGURED AND CALCULATED DIMENSION
TAKES PRECEDENCE OVER SCALED MEASUREMENTS.  DETAILED DRAWINGS AND LARGER
SCALE DRAWINGS TAKE PRECEDENCE OVER SMALLER SCALE DRAWINGS.  ALL PLAN
DETAILS AND WALL SECTIONS ARE ASSUMED TO BE TYPICAL CONDITIONS UNLESS
DETAILED OR NOTED OTHERWISE.

VERIFY ALL DIMENSIONS, CONDITIONS, AND GRADES AT JOB SITE.  ALL CONTRACTORS
SHALL COORDINATE THEIR WORK WITH OTHER TRADES AND REPORT DISCREPANCIES,
PRIOR TO THEIR CONSTRUCTION, TO THE ARCHITECT FOR REVIEW AND
CLARIFICATION OR ACTION.

VERIFY SIZE, LOCATIONS AND CHARACTERISTICS OF ALL EQUIPMENT TO BE FURNISHED
WITH MANUFACTURERS OR SUPPLIERS BEFORE BEGINNING CONSTRUCTION.

ADD SUFFICIENT BLOCKING IN STUD WALLS TO SUPPORT ALL ITEMS OR EQUIPMENT
SHOWN OR SPECIFIED TO BE ATTACHED TO THE WALLS.  PROVIDE ADDITIONAL
STRUCTURAL SUPPORT (ANGLES, CHANNELS, ETC.) WITHIN WALLS WHERE THE WEIGHT
OF ATTACHED ITEMS OR EQUIPMENT IS TOO GREAT TO BE SUPPORTED BY METAL
STUDS.  PROVIDE BLOCKING FOR OWNER FURNISHED OR INSTALLED ITEMS.

INSTALL METAL TRIM IN ALL GYPSUM BOARD EDGES ABUTTING OTHER MATERIALS OR
STOPPING SHORT OF OTHER MATERIALS TO FORM A REVEAL OR RECESS.

ALL PRODUCTS UTILIZED IN THIS CONSTRUCTION SHALL BE ASBESTOS FREE.

TRANSITIONS OF DIFFERENT FLOORING MATERIALS AT DOORWAYS SHALL OCCUR AT
CENTERLINE OF DOORS TYPICALLY.

1.

2.

3.

4.

5.

6.

7.

8.

5 13

TRACK LIGHTING SUSPENDED FROM CEILING AT VARIOUS HEIGHTS. REFER TO ELEVATIONS FOR
MORE INFORMATION.

1.

GENERAL LIGHTING SUSPENDED FROM EXISTING DECK.2.

3.

4.

5.

6.

7.

RECESSED MULTI- SPOT FIXTURE .

CHANDELIER SUSPENDED FROM CEILING, PLACED AT CENTER POINT OF OPEN CIRCULAR CEILING
ELEMENT.

LOW VOLTAGE TRACK WITH FIXTURES. MOUNTED TO BOTTOM OF MEZZANINE STRUCTURE.

8.

WALL SCONCE MOUNTED ON WALL @ 6'-0" A.F.F TO CENTER OF FIXTURE.

TRACK LIGHTING SUSPENDED FROM CEILING @ 20'-0" A.F.F.  TRACK HEADS MOUNTED ON RODS.

FLOURESCENT  FIXTURE SUSPENDED FROM EXISTING DECK.

JUNO LIGHTING / ELATE MULTI SPOT PAR 30 MS303-39EMH WHITE 120 39.00 RECESSED

9. ACCENT LIGHTING MOUNTED TO FIXED SHELVING FOR DISPLAY WALL. COVE LIGHTING.

10. FLOURESCENT LIGHT IN ELECTICAL ROOM TO BE SUSPENDED FROM CEILING.
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