
J
U

L
Y

 
1

8
,
 
2

0
1

6

N
TR

O
P

IC
S

 O
FF

IC
E

S
Q

U
IN

T 
D

E
S

IG
N













A-0
SITE PLAN - BLOCK + LOT

1

SCALE = N.T.S.

DWG. NO.:

SITE PLAN, NOTES, LIST OF DRAWINGS, H.C. DETAILS,

LIST OF DRAWINGS

DESCRIPTION:

REFLECTED CEILING PLAN:

CONSTRUCTION PLAN, WALL TYPE SCHEDULE,

DOOR SCHEDULE, GLAZING SCHEDULE:

DETAILS:

ELEVATIONS, SECTION DETAILS, GLAZING DETAIL,

COLUMN ENCLOSURE DETAIL:

PLUMBING PLAN :

FINISH PLAN, PAINTED SCHEDULE:

FURNITURE PLAN + FURNITURE SCHEDULE:

RCP / MECHANICAL / HVAC + SUPPLEMENTAL A/C PLAN :

DEMOLITION PLAN

EXISTING CONDITIONS / AS-BUILT PLAN:

POWER, DATA, TELEPHONE, WIRELESS MOTEM, PLAN:

RCP /LIGHTING + SWITCHING PLAN:
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BLOCK: 822

LOT: 58

NTROPIC OFFICES

30 WEST 21ST STREET

15TH FLOOR, 16TH FLOOR/PH

NEW YORK, NY 10010
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RD

RD

RD

RD

RD

RD

CONSTRUCTION -16TH FLOOR PLAN / PH

SCALE = 1/4"=1'-0"

1

SCALE = 1/4"=1'-0"

*
*

NEW STORAGE

CLOSET

EXIST.

TOILET

NEW

STORAGE

CLOSET

NEW SINK:

MODEL TBD.

BY QUINT DESIGN

NEW CABINETRY BASE

CABINETS + UPPER CABINET:

MODEL TBD. BY

QUINT DESIGN

NEW DISHWASHER:

MODEL TBD.

BY QUINT DESIGN

NEW LOCATION OF

SUPPLEMENTAL AC

COMPRESSOR  FOR

SERVER/IT ROOM

ON 14TH FLOOR:

EXISTING

REFRIGERATOR

TO BE RELOCATED:

CONTRACTOR TO PROVIDE

NEW IN-WALL PLUMBING FOR

PURIFIED WATER SYSTEM.

"NATURA 2 tAP OR 3 TAP

DISPENSING TOWER WITH

REMOTE CHILLER.

SEE A-3 FOR DETAILS.

TV

CONTRACTOR TO

PROVIDE IN-WALL

BLOCKING AS REQUIRED.

SEE A-3 FOR DETAILS.

SYMBOL:

EXISTING PARTITIONS TO REMAIN:

LEGEND OF SYMBOLS

DESCRIPTION:

NEW PARTITIONS : 1 LAYER 5/8" SHEETROCK EACH SIDE

ON 2"X4" METAL STUDS 16" O.C. WITH REQUIRED INSULATION

EXISTING PARTITIONS TO BE REMOVED:

NEW BLOCKING (WOOD, METAL) AT EXISTING PARTITIONS:

NEW PARTITIONS : 2 LAYERS 5/8" SHEETROCK EACH SIDE

ON 2"X4" METAL STUDS 16" O.C. WITH "ROXUL" SOUND PROOFING.

PB

E

 ELECTRIC PANEL :

FIRE DEPT. SAFTEY STROBE WALL MTD. LIGHT FIXTURE:
S

WS FIRE DEPT. SAFTEY  WALL MTD. FLOOR WARDEN STA. CALL BOX:

FIRE DEPT. SAFTEY  WALL MTD. PULL BOX :

A

NEW DOOR KEY

1

NEW INTERIOR GLAZING KEY

A

NEW INTERIOR WALL TYPE KEY

EXISTING BUILDING STEAM RADIATOR:

EXISTING BUILDING ELECTRIC BASEBOARD RADIATOR:

1

DOOR

NO.

DOOR

TYPE

16THFLOOR

WALL

TYPE

REMARKS

A

B

INTERIOR WALL TYPE SCHEDULE

NEW PARTITIONS : 1 LAYER 5/8"

SHEETROCK EACH SIDE

ON 2"X4" METAL STUDS 16" O.C.

WITH REQUIRED INSULATION

NEW PARTITIONS : 2 LAYERS 5/8"

SHEETROCK EACH SIDE

ON 2"X4" METAL STUDS 16" O.C.

WITH "ROXUL" SOUND PROOFING.

REMARKS

CONTRACTOR TO PROVIDE STAGGERED

DOUBLE LAYER OF  5/8"  SHEETROCK EACH

SIDE W/ "GREEN GLUE"  FOR ALL SEAMS +

JOINTS + "QUIET PUTTY" AROUND ALL THE

PENETRATING ELECTRICAL / DATA BOXES.

A

A

NEW LOUNGE

KITCHENETTE

A

1

A

2

16THFLOOR/PH.

DOOR

NUMBER

DOOR FRAME

HDWR.
DOOR

TYPE

REMARKS

DOOR SCHEDULE

GL. = GLASS PTD = PAINTED

1

W. HT. THK. MAT. FIN. MAT. FIN.

2

1'-9 1/2" 6'-10"

1 1/2" WD. PTD. NO PTD. T.B.D. AT.B.D.

NO T.B.D. AT.B.D.

WD. = WOOD MTL. = METAL STN. = STAINED

PAIR OF SLIDING DOORS W/

TOP METAL TRACK (MODEL T.B.D.)
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EXISTING

EXISTING

V.I.F. V.I.F.

1'-9 1/2" 6'-10"

1 1/2" WD. PTD. PTD.

3  SLIDING DOORS W/

TOP METAL TRACK (MODEL T.B.D.)

V.I.F. V.I.F.
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CONTRACTOR TO PROVIDE

NEW RATED COLUMN ENCLOSURE.

NEW ENCLOSURE SHOW BE

AS SMALL AS POSSIBLE (TYPICAL).

CONTRACTOR TO REMOVE

EXISTING SHEETROCK

COLUMN ENCLOSURE.

EXISTING STEEL COLUMN

+ STRUCTURE WITH

"POPCORN" FIREPROOFING

TO REMAIN.

NEW 2"X4" METAL STUDS.

CONTRACTOR TO INSTALL

METAL STUDS INTO WEB

OF EXISTING STEEL COLUMN.

NEW 3/4" FIRE-RATED

PLYWOOD ENCLOSURE

AS CODE REQUIRED

(FIRST LAYER).

NEW LAYER 5/8" SHEETROCK

(SECOND LAYER).

NEW RIGID METAL

CORNER BEAD.

PLAN DETAIL @ COLUMN ENCLOSURE -(TYPICAL)

SCALE =  1 1/2"=1'-0"

2
SCALE =
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SYMBOL:

EXISTING PARTITIONS TO REMAIN:

LEGEND OF SYMBOLS

DESCRIPTION:

NEW PARTITIONS : 1 LAYER 5/8" SHEETROCK EACH SIDE

ON 2"X4" METAL STUDS 16" O.C. WITH REQUIRED INSULATION

EXISTING PARTITIONS TO BE REMOVED:

NEW BLOCKING (WOOD, METAL) AT EXISTING PARTITIONS:

NEW PARTITIONS : 2 LAYERS 5/8" SHEETROCK EACH SIDE

ON 2"X4" METAL STUDS 16" O.C. WITH "ROXUL" SOUND PROOFING.

PB

E

 ELECTRIC PANEL :

FIRE DEPT. SAFTEY STROBE WALL MTD. LIGHT FIXTURE:
S

WS FIRE DEPT. SAFTEY  WALL MTD. FLOOR WARDEN STA. CALL BOX:

FIRE DEPT. SAFTEY  WALL MTD. PULL BOX :

A

NEW DOOR KEY

A

NEW INTERIOR GLAZING KEY

A

NEW INTERIOR WALL TYPE KEY

EXISTING BUILDING STEAM RADIATOR:

EXISTING BUILDING ELECTRIC BASEBOARD RADIATOR:

RD

RD

RD

RD

RD

RD

REFLECTED CEILING PLAN -16TH FLOOR PLAN / PH

SCALE = 1/4"=1'-0"

1
SCALE = 1/4"=1'-0"

*
*

NEW LOCATION OF

SUPPLEMENTAL AC

COMPRESSOR  FOR

SERVER/IT ROOM

ON 14TH FLOOR:

NEW STORAGE

CLOSET

EXIST.

TOILET

NEW

STORAGE

CLOSET

NEW LOUNGE

KITCHENETTE
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CONTRACTOR

TO CLEAN +

PATCH CEILING

+ PIPING

@ CEILING

AREA.
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SECTION DETAIL @

KITCHENETTE MILLWORK

SCALE =  1/2"=1'-0"
2 SCALE =

AA AA AAAA AA

SECTION DETAIL @

KITCHENETTE MILLWORK

SCALE =  1/2"=1'-0"
6 SCALE =

SECTION DETAIL @

KITCHENETTE MILLWORK

SCALE =  1/2"=1'-0"

5
SCALE =

SECTION DETAIL @

KITCHENETTE MILLWORK

SCALE =  1/2"=1'-0"

4
SCALE =

SECTION DETAIL @

KITCHENETTE MILLWORK

SCALE =  1/2"=1'-0"
3 SCALE =

ELEVATION LOOKING EAST @ NEW KITCHENETTE @  16TH FLOOR / PH.

SCALE = 1/4"=1'-0"

1

SCALE = 1/2"=1'-0"

DW
B. CAB.

DRAWERS

REFRIG.

FRZ.

B. CAB.

MICRO

ABV.

"NATURA"

WATER ABV.

B. CAB.

RECYCLE

SINK

B. CAB.

B. CAB.

GARBAGE

6

A-3

2

A-3

3

A-3

4

A-3

5

A-3
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A-4

Design
quint
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DINING TABLE DETAILS @ LOUNGE / KITCHEN AREA

SCALE = 1/2"=1'-0"
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POWER, DATA, TEL., SWITCHING  PLAN - CONSTRUCTION -16TH FLOOR/ PH. PLAN

SCALE = 1/4"=1'-0"

1

SCALE = 1/4"=1'-0"

RD

RD

RD

RD

RD

RD

SCALE = 1/4"=1'-0"

1

SCALE = 1/4"=1'-0"

*
*

NEW LOCATION OF

SUPPLEMENTAL AC

COMPRESSOR  FOR

SERVER/IT ROOM

ON 14TH FLOOR:

S

C

S

TV

S

C F

C

S

C

C

C

3 3 3

SSS

3 3 3

C

C

NEW QUAD OUTLET:

EXISTING SWITCH:

S

NEW DUPLEX OUTLET:

I

INTERCOM:

SYMBOL:

SMOKE / CARBON ALARM:

LEGEND OF SYMBOLS

DESCRIPTION:

S

NEW THREEWAY SWITCH:

ALL SWITCHES

TO HAVE  DIMMERS.

DEDICATED DUPLEX OUTLET:

3

SYMBOL:
DESCRIPTION:

NEW SWITCH: ALL SWITCHES

TO HAVE  DIMMERS.

S

 EX.

EXISTING OUTLET:

EX.

GFI

GROUND FAULT OUTLET:

CTR.

COUNTER TOP (BACK SPLASH)

GROUND FAULT OUTLET:

GFI

TH
THERMOSTAT- WALL MTD.:

C

E

 ELECTRIC PANEL :

NEW QUAD FLOOR OUTLET:

PB

FIRE DEPT. SAFTEY STROBE WALL MTD. LIGHT FIXTURE:

S

FIRE DEPT. SAFTEY  WALL MTD. PULL BOX :

WS
FIRE DEPT. SAFTEY  WALL MTD. FLOOR WARDEN STA. CALL BOX:

L6 - 20R

L6 - 30R

ABV.

C

NEW  QUAD OUTLET @

HIGH LOCATIONS: SEE

NOTES FOR HEIGHTS.

C

ABV.

WLR

NEW  CAT 6 WIRELESS

ROUTER @  HIGH LOCATIONS:

SEE NOTES FOR HEIGHTS.

UPS DISCONNECT

UPS DISTRIBUTION PANEL

SYMBOL:

EXISTING PARTITIONS TO REMAIN:

LEGEND OF SYMBOLS

DESCRIPTION:

NEW PARTITIONS : 1 LAYER 5/8" SHEETROCK EACH SIDE

ON 2"X4" METAL STUDS 16" O.C. WITH REQUIRED INSULATION

EXISTING PARTITIONS TO BE REMOVED:

NEW BLOCKING (WOOD, METAL) AT EXISTING PARTITIONS:

NEW PARTITIONS : 2 LAYERS 5/8" SHEETROCK EACH SIDE

ON 2"X4" METAL STUDS 16" O.C. WITH "ROXUL" SOUND PROOFING.

PB

E

 ELECTRIC PANEL :

FIRE DEPT. SAFTEY STROBE WALL MTD. LIGHT FIXTURE:
S

WS FIRE DEPT. SAFTEY  WALL MTD. FLOOR WARDEN STA. CALL BOX:

FIRE DEPT. SAFTEY  WALL MTD. PULL BOX :

A

NEW DOOR KEY

A

NEW INTERIOR GLAZING KEY

A

NEW INTERIOR WALL TYPE KEY

EXISTING BUILDING STEAM RADIATOR:

EXISTING BUILDING ELECTRIC BASEBOARD RADIATOR:

SYMBOL:

EXISTING PARTITIONS TO REMAIN:

LEGEND OF SYMBOLS

DESCRIPTION:

NEW PARTITIONS : 1 LAYER 5/8" SHEETROCK EACH SIDE

ON 2"X4" METAL STUDS 16" O.C. WITH REQUIRED INSULATION

EXISTING PARTITIONS TO BE REMOVED:

NEW BLOCKING (WOOD, METAL) AT EXISTING PARTITIONS:

NEW PARTITIONS : 2 LAYERS 5/8" SHEETROCK EACH SIDE

ON 2"X4" METAL STUDS 16" O.C. WITH "ROXUL" SOUND PROOFING.

PB

E

 ELECTRIC PANEL :

FIRE DEPT. SAFTEY STROBE WALL MTD. LIGHT FIXTURE:
S

WS FIRE DEPT. SAFTEY  WALL MTD. FLOOR WARDEN STA. CALL BOX:

FIRE DEPT. SAFTEY  WALL MTD. PULL BOX :

A

NEW DOOR KEY

A

NEW INTERIOR GLAZING KEY

A

NEW INTERIOR WALL TYPE KEY

EXISTING BUILDING STEAM RADIATOR:

EXISTING BUILDING ELECTRIC BASEBOARD RADIATOR:

S

NEW STORAGE

CLOSET

EXIST.

TOILET

NEW

STORAGE

CLOSET

NEW LOUNGE

KITCHENETTE

CTR.

GFI

CTR.

GFI

CTR.

GFI

C

MICRO

N.W.

REF.

DW.

S

CTR.

GFI
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EXISTING

E
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E E

E

E E
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S

EXIST.

CONTRACTOR TO RELOCATE

EXISTING LIGHT SWITCH

TO NEW LOCATION .

RELOCATED EXISTING

LIGHT SWITCH

(NEW LOCATION).

C

W
L
R

A
B

V
.

F

NEW 12 STRAND MM FIBER

WALL BOX

NEW  CAT 6 SYSTEM OUTLETS:

2 CABLES/LOCATION

F

NEW MM FIBER

FLOOR OUTLET

NEW  CAT 6  SYSTEM

FLOOR OUTLETS:

2 CABLES/LOCATION

NEMA L6 - 20R OUTLET

NEMA L6 - 30R OUTLET
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LIGHTING, SWITCHING, WIRING - CONSTRUCTION -16TH FLOOR/PH. PLAN

SCALE = 1/4"=1'-0"

1

SCALE = 1/4"=1'-0"

RD
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RD

RD

1

*
*

NEW LOCATION OF

SUPPLEMENTAL AC

COMPRESSOR  FOR

SERVER/IT ROOM

ON 14TH FLOOR:

TV

G

G

G

G

S

SS

3 3 3

S
S
S

3 3 3

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A
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A

A

A

A

A

A

A A

A

S

S

E

E

E

E

E

E

E E

E

E E

NEW STORAGE

CLOSET

EXIST.

TOILET

NEW

STORAGE

CLOSET

NEW LOUNGE

KITCHENETTE

E
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EXISTING

EXISTING

EXISTING

F

F

F

H

H

H

H

H

SYMBOL:

EXISTING PARTITIONS TO REMAIN:

LEGEND OF SYMBOLS

DESCRIPTION:

NEW PARTITIONS : 1 LAYER 5/8" SHEETROCK EACH SIDE

ON 2"X4" METAL STUDS 16" O.C. WITH REQUIRED INSULATION

EXISTING PARTITIONS TO BE REMOVED:

NEW BLOCKING (WOOD, METAL) AT EXISTING PARTITIONS:

NEW PARTITIONS : 2 LAYERS 5/8" SHEETROCK EACH SIDE

ON 2"X4" METAL STUDS 16" O.C. WITH "ROXUL" SOUND PROOFING.

PB

E

 ELECTRIC PANEL :

FIRE DEPT. SAFTEY STROBE WALL MTD. LIGHT FIXTURE:
S

WS FIRE DEPT. SAFTEY  WALL MTD. FLOOR WARDEN STA. CALL BOX:

FIRE DEPT. SAFTEY  WALL MTD. PULL BOX :

A

NEW DOOR KEY

A

NEW INTERIOR GLAZING KEY

A

NEW INTERIOR WALL TYPE KEY

EXISTING BUILDING STEAM RADIATOR:

EXISTING BUILDING ELECTRIC BASEBOARD RADIATOR:

SYMBOL:

LEGEND OF SYMBOLS

DESCRIPTION:

S

S

THREEWAY SWITCH:

3

NEW RECESSED

LIGHT FIXTURE @ SOFFIT:

NEW LIGHT FIXTURE

@ COAT CLOSET:

SURFACE MOUNTED

 NEW  CEILING

LIGHT FIXTURE, WIRING:

NEW  UNDER-CABINET

LIGHT FIXTURE,

WIRING @ KITCHEN:

NEW TRACK LIGHTS

SURFACE MOUNTED :

SYMBOL: DESCRIPTION:

NEW

@ EX.

NEW SWITCH:

S

NEW SWITCH + WIRING

@ EXISTING LOCATIONS:

NEW

NEW

 NEW  CEILING

LIGHT FIXTURE, WIRING:

 NEW  CEILING

LIGHT FIXTURE, WIRING:

 NEW  CEILING

LIGHT FIXTURE, WIRING:

A

B

C

D

EXISTING  LIGHT FIXTURE,

 PENDANT MOUNTED:

NEW FIRE DEPT. SAFTEY STROBE WALL MTD. LIGHT FIXTURE:
S

NEW

SMOKE / CARBON ALARM:

NEW SMOKE / CARBON ALARM:

NEW

A

NEW CIELING LIGHT FIXTURE

@ LOUNGE / KITCHENETTE

SURFACE MOUNTED:

NEW

NEW

NEW BATTERY OPERATED EMERGENCY LIGHT

WALL MOUNTED :

BATTERY OPERATED EMERGENCY LIGHT

WALL MOUNTED :

EXIT

ILLUMINATED DIRECTIONAL EXIT SIGN

15TH FLOOR + 16TH FLOOR/PH.

FIXTURE

TYPE

REMARKS

A

B

LIGHTING SCHEDULE

LIGHTOLIER INC.

9022WH 9022 WHITE RING TRACK HEAD

 MODEL NO. / DESCRIPTION

C

LIGHTOLIER INC. HOUSING:

L3AE1 LYTECASTER 3 IN. DIMMING

LED DOWNLIGHT NEW

CONSTRUCTION IC AIRSEAL

FRAME-IN-KIT 120V, SCREW

D

QUANTITY

OFFICES 15TH FLOOR +

LOUNGE / KITCHENETTE 16TH FLOOR

SURFACE  MOUNTED TRACK

COAT CLOSET LIGHTING

WALL  MOUNTED, DOOR SWITCH

E

BK LIGHTING

AP-PAR30-0-BZP-12-0-C

TERRACE LIGHTING

WALL  MOUNTED

F

BK LIGHTING

AP-PAR30-0-BZP-12-0-C

TERRACE  WALL SCONCE

WALL  MOUNTED

OPEN OFFICES

PENDANT MOUNTED LED FIXTURE

G

TECH LIGHTING CO.

700UCF3193W-LED UNDERCAB

18W 3000K LED UNDERCABINET

KITCHETTE - UPPER CABINET

UNDER CABINET LIGHTING

KITCHENETTE

SURFACE  MOUNTED

H

TECH LIGHTING CO.

700FMKRMW-LED930 KARAM

FLUSH MOUNT CEILING

OVERHEAD LIGHTING @ DINING TABLE

SURFACE  MOUNTED

WORK AREA OVERHEAD

LIGHTING

RECESSED LIGHTING

69

19

2

1

16

7

4

3

RAB LIGHTING

SK9SYW SKEET 9W 3000K SQUARE LED

SURFACE MOUNT

RLE IND.

PDU V2 2IN 4FT 3000K WHITE 010V

DIMMABLE CM160

EXIST.

EXIST.

EXIST.

EXIST.

EXIST.

EXIST.

EXIST.

EXIST.

EXIST.

EXIST.

EXIST.

EXIST.

EXIST.

EXIST.

EXIST.
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SYMBOL:

EXISTING PARTITIONS TO REMAIN:

LEGEND OF SYMBOLS

DESCRIPTION:

NEW PARTITIONS : 1 LAYER 5/8" SHEETROCK EACH SIDE

ON 2"X4" METAL STUDS 16" O.C. WITH REQUIRED INSULATION

EXISTING PARTITIONS TO BE REMOVED:

NEW BLOCKING (WOOD, METAL) AT EXISTING PARTITIONS:

NEW PARTITIONS : 2 LAYERS 5/8" SHEETROCK EACH SIDE

ON 2"X4" METAL STUDS 16" O.C. WITH "ROXUL" SOUND PROOFING.

PB

E

 ELECTRIC PANEL :

FIRE DEPT. SAFTEY STROBE WALL MTD. LIGHT FIXTURE:
S

WS FIRE DEPT. SAFTEY  WALL MTD. FLOOR WARDEN STA. CALL BOX:

FIRE DEPT. SAFTEY  WALL MTD. PULL BOX :

A

NEW DOOR KEY

1

NEW INTERIOR GLAZING KEY

A

NEW INTERIOR WALL TYPE KEY

EXISTING BUILDING STEAM RADIATOR:

EXISTING BUILDING ELECTRIC BASEBOARD RADIATOR:

1

DOOR

NO.

DOOR

TYPE
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PLUMBING PLAN CONSTRUCTION -16TH FLOOR PLAN / PH

SCALE = 1/4"=1'-0"

1

SCALE = 1/4"=1'-0"
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NEW LOCATION OF

SUPPLEMENTAL AC

COMPRESSOR  FOR

SERVER/IT ROOM

ON 14TH FLOOR:

CONTRACTOR TO RELOCATE

EXISTING PLUMBING FOR

KITECHETTE TO NEW

KITCHENETTE LOCATION .

NEW SINK:

MODEL TBD.

BY QUINT DESIGN

NEW DISHWASHER:

MODEL TBD.

BY QUINT DESIGN

CONTRACTOR TO PROVIDE

NEW IN-WALL PLUMBING FOR

PURIFIED WATER SYSTEM.

"NATURA 2 tAP OR 3 TAP

DISPENSING TOWER WITH

REMOTE CHILLER.

SEE A-3 FOR DETAILS.

NEW STORAGE

CLOSET

EXIST.

TOILET

NEW

STORAGE

CLOSET

NEW LOUNGE

KITCHENETTE

EXISTING SUBZERO

REFRIGERATOR

TO BE RELOCATED:
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SYMBOL:

EXISTING PARTITIONS TO REMAIN:

LEGEND OF SYMBOLS

DESCRIPTION:

NEW PARTITIONS : 1 LAYER 5/8" SHEETROCK EACH SIDE

ON 2"X4" METAL STUDS 16" O.C. WITH REQUIRED INSULATION

EXISTING PARTITIONS TO BE REMOVED:

NEW BLOCKING (WOOD, METAL) AT EXISTING PARTITIONS:

NEW PARTITIONS : 2 LAYERS 5/8" SHEETROCK EACH SIDE

ON 2"X4" METAL STUDS 16" O.C. WITH "ROXUL" SOUND PROOFING.

PB

E

 ELECTRIC PANEL :

FIRE DEPT. SAFTEY STROBE WALL MTD. LIGHT FIXTURE:
S

WS
FIRE DEPT. SAFTEY  WALL MTD. FLOOR WARDEN STA. CALL BOX:

FIRE DEPT. SAFTEY  WALL MTD. PULL BOX :

A

NEW DOOR KEY

A

NEW INTERIOR GLAZING KEY

A

NEW INTERIOR WALL TYPE KEY

EXISTING BUILDING STEAM RADIATOR:

EXISTING BUILDING ELECTRIC BASEBOARD RADIATOR:

NEW  INSULATED METAL HVAC SUPPLY DUCTWORK:

NEW  HVAC SUPPLY WALL REGISTER AND/OR

HVAC SUPPLY DUCT MTD REGISTER:

NEW  HVAC RETURN WALL REGISTER AND/OR

HVAC RETURN DUCT MTD REGISTER:
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REFLECTED CEILING PLAN -16TH FLOOR PLAN / PH

SCALE = 1/4"=1'-0"
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NEW LOCATION OF

SUPPLEMENTAL AC

COMPRESSOR  FOR

SERVER/IT ROOM

ON 14TH FLOOR:

NEW STORAGE

CLOSET

EXIST.

TOILET

NEW

STORAGE

CLOSET

NEW LOUNGE

KITCHENETTE

E
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NEW HVAC

SUPPLY GRILLE

W/ BRUSH

STAINLESS

FINISH.

NEW HVAC

SUPPLY DUCT +

CEILING REGISTER

W/ BRUSH

STAINLESS FINISH.
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F-1
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FINISH PLAN - CONSTRUCTION -14TH FLOOR PLAN

SCALE = 1/4"=1'-0"
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NEW LOCATION OF

SUPPLEMENTAL AC

COMPRESSOR  FOR

SERVER/IT ROOM

ON 14TH FLOOR:

SYMBOL:

EXISTING PARTITIONS TO REMAIN:

LEGEND OF SYMBOLS

DESCRIPTION:

NEW PARTITIONS : 1 LAYER 5/8" SHEETROCK EACH SIDE

ON 2"X4" METAL STUDS 16" O.C. WITH REQUIRED INSULATION

EXISTING PARTITIONS TO BE REMOVED:

NEW BLOCKING (WOOD, METAL) AT EXISTING PARTITIONS:

NEW PARTITIONS : 2 LAYERS 5/8" SHEETROCK EACH SIDE

ON 2"X4" METAL STUDS 16" O.C. WITH "ROXUL" SOUND PROOFING.
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E

 ELECTRIC PANEL :

FIRE DEPT. SAFTEY STROBE WALL MTD. LIGHT FIXTURE:
S

WS
FIRE DEPT. SAFTEY  WALL MTD. FLOOR WARDEN STA. CALL BOX:

FIRE DEPT. SAFTEY  WALL MTD. PULL BOX :

A

NEW DOOR KEY

1

NEW INTERIOR GLAZING KEY

A

NEW INTERIOR WALL TYPE KEY

EXISTING BUILDING STEAM RADIATOR:

EXISTING BUILDING ELECTRIC BASEBOARD RADIATOR:

1

DOOR

NO.

DOOR

TYPE

NEW STORAGE

CLOSET

EXIST.

TOILET

NEW

STORAGE

CLOSET

NEW LOUNGE

KITCHENETTE

15THFLOOR

FIXTURE

TYPE

REMARKS

A

B

FURNITURE SCHEDULE

DINING TABLE

 MODEL NO. / DESCRIPTION

REQUIRES REFURBISH / REPAIR

C

D

QUANTITY

E

F

G

H

DINING CHAIR

STATUS

 NEW

1X

 NEW

12X

DINING TABLE

DINING CHAIR

1X

EXISTING

8X

EXISTING

REQUIRES REFURBISH / REPAIR

D D

B B

D D

D D

D D

B B

B B

B B

B B

B B

A
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SYMBOL:

EXISTING PARTITIONS TO REMAIN:

LEGEND OF SYMBOLS

DESCRIPTION:

NEW PARTITIONS : 1 LAYER 5/8" SHEETROCK EACH SIDE

ON 2"X4" METAL STUDS 16" O.C. WITH REQUIRED INSULATION

EXISTING PARTITIONS TO BE REMOVED:

NEW BLOCKING (WOOD, METAL) AT EXISTING PARTITIONS:

NEW PARTITIONS : 2 LAYERS 5/8" SHEETROCK EACH SIDE

ON 2"X4" METAL STUDS 16" O.C. WITH "ROXUL" SOUND PROOFING.

PB

E

 ELECTRIC PANEL :

FIRE DEPT. SAFTEY STROBE WALL MTD. LIGHT FIXTURE:
S

WS FIRE DEPT. SAFTEY  WALL MTD. FLOOR WARDEN STA. CALL BOX:

FIRE DEPT. SAFTEY  WALL MTD. PULL BOX :

A

NEW DOOR KEY

A

NEW INTERIOR GLAZING KEY

A

NEW INTERIOR WALL TYPE KEY

EXISTING BUILDING STEAM RADIATOR:

EXISTING BUILDING ELECTRIC BASEBOARD RADIATOR:

N
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F-2

15THFLOOR

FINISH

TYPE:

LOCATION / DETAIL:

FINISH / PAINT SCHEDULE

BENJAMIN MOORE

 MODEL NO. / DESCRIPTION:

QUANTITY:

BASE TRIMSEMI-GLOSS

FINISH:

BENJAMIN MOORE DOOR FRAMESSEMI-GLOSS

BENJAMIN MOORE COLUMNSEGGSHELL

BENJAMIN MOORE WALLSEGGSHELL

BENJAMIN MOORE WALLSEGGSHELL

BENJAMIN MOORE CEILINGFLAT

quint
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CEILING

BENJAMIN MOORE MILLWORKSEMI-GLOSS

H.WD -1 C-1

WD.B -1 P-1

DR/FR -1

DR/FR -2

MILL -1
MILLWORK:

CEILING:

WALLS;

DOORS:

FRAMES:

BASE TRIM:

FLOORS:

DOORS:

FRAMES:

WD.B -1

BENJAMIN MOORE DOOR FRAMESSEMI-GLOSS

DR/FR -1

DR/FR -2

COL -1
COLUMNS:

COL -1

P-2

WALLS;

P-1

P-2

C-1

MILL -1

FURNITURE PLAN - CONSTRUCTION -16TH FLOOR PLAN

SCALE = 1/4"=1'-0"

1

SCALE = 1/4"=1'-0"
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NEW LOCATION OF

SUPPLEMENTAL AC

COMPRESSOR  FOR

SERVER/IT ROOM

ON 14TH FLOOR:

NEW STORAGE

CLOSET

EXIST.

TOILET

NEW

STORAGE

CLOSET

NEW LOUNGE

KITCHENETTE

H.WD -1 C-1

WD.B -1 P-1

DR/FR -1 MILL -1

COL -1

P-2
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SYMBOL:

EXISTING PARTITIONS TO REMAIN:

LEGEND OF SYMBOLS

DESCRIPTION:

NEW PARTITIONS : 1 LAYER 5/8" SHEETROCK EACH SIDE

ON 2"X4" METAL STUDS 16" O.C. WITH REQUIRED INSULATION

EXISTING PARTITIONS TO BE REMOVED:

NEW BLOCKING (WOOD, METAL) AT EXISTING PARTITIONS:

NEW PARTITIONS : 2 LAYERS 5/8" SHEETROCK EACH SIDE

ON 2"X4" METAL STUDS 16" O.C. WITH "ROXUL" SOUND PROOFING.

PB

E

 ELECTRIC PANEL :

FIRE DEPT. SAFTEY STROBE WALL MTD. LIGHT FIXTURE:
S

WS FIRE DEPT. SAFTEY  WALL MTD. FLOOR WARDEN STA. CALL BOX:

FIRE DEPT. SAFTEY  WALL MTD. PULL BOX :

A

NEW DOOR KEY

A

NEW INTERIOR GLAZING KEY

A

NEW INTERIOR WALL TYPE KEY

EXISTING BUILDING STEAM RADIATOR:

EXISTING BUILDING ELECTRIC BASEBOARD RADIATOR:

N
TR
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DEMOLITION PLAN -16TH FLOOR PLAN / PH

SCALE = 1/4"=1'-0"

1
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CONTRACTOR TO RELOCATE

EXISTING PLUMBING FOR

KITECHETTE TO NEW

KITCHENETTE LOCATION .

EXIST.

TOILET

NEW LOUNGE

KITCHENETTE

EXIST.

KITCHETTE

PLUMBING

EXIST.

KITCHETTE

PLUMBING

E

X

I
S
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G

E
X
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T
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G
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X
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G

EXISTING

EXISTING

EXISTING

CONTRACTOR TO REMOVE

EXISTING SHEETROCK

COLUMN ENCLOSURE (TYPICAL).

FOR DETAILS: SEE SHEET A-3 / DTL.6
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S

EXIST.

CONTRACTOR TO RELOCATE

EXISTING LIGHT SWITCH

TO NEW LOCATION .
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SYMBOL:

EXISTING PARTITIONS TO REMAIN:

LEGEND OF SYMBOLS

DESCRIPTION:

NEW PARTITIONS : 1 LAYER 5/8" SHEETROCK EACH SIDE

ON 2"X4" METAL STUDS 16" O.C. WITH REQUIRED INSULATION

EXISTING PARTITIONS TO BE REMOVED:

NEW BLOCKING (WOOD, METAL) AT EXISTING PARTITIONS:

NEW PARTITIONS : 2 LAYERS 5/8" SHEETROCK EACH SIDE

ON 2"X4" METAL STUDS 16" O.C. WITH "ROXUL" SOUND PROOFING.
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 ELECTRIC PANEL :

FIRE DEPT. SAFTEY STROBE WALL MTD. LIGHT FIXTURE:
S

WS
FIRE DEPT. SAFTEY  WALL MTD. FLOOR WARDEN STA. CALL BOX:

FIRE DEPT. SAFTEY  WALL MTD. PULL BOX :

A

NEW DOOR KEY

A

NEW INTERIOR GLAZING KEY

A

NEW INTERIOR WALL TYPE KEY

EXISTING BUILDING STEAM RADIATOR:

EXISTING BUILDING ELECTRIC BASEBOARD RADIATOR:
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AS-BUILT PLAN - EXISTING CONDITIONS -16TH FLOOR PLAN

SCALE = 1/4"=1'-0"
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EXIST.

TOILET

EXIST.

KITCHETTE

PLUMBING

OPEN SPACE

EXIST.

KITCHETTE
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